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8 7 6 5 | 4 3 2 1
PANELBOARD: 2402W—PNL-W LOCATION: 2402-W W. WALL VOLTS: 120/240VAC 1PH, 3W
NEMA TYPE: 1 Bl MAIN BREAKER 100A BUS SCHEDULE H—-80743-1
B SURFACE MOUNT DI LUGS ONLY 0 PANELBOARD _ ONE LINE __NO ONE LINE
O FLUSH MOUNT O TOP W BOTIOM  PROTECTION FED FROM PNHLBE 25(;942"_13[)
B NEUTRAL BAR B GROUND BUS O OTHER PLAN DWG _ H=2-80745—
LAST REV / DATE REV 17 / 11/24/25
CKT; LOAD DESCRIPTION VA BRKR BRKR, VA LOAD DESCRIPTION CKT
@ @ 1 |EAST LIGHTS, Sa AND EML | 1770| 20 |¥ “e—7 | 20 | 750 [BASEBOARD HTR (R RM) | 2
3 |WEST LIGHTS, Sb 1770] 20 | ¢ | 20 | 720 RCPTS & INACTIVE BCN]| 4
| | | N | 5 |[R RM & EXT LIGHTING| 480 20 | 47| 20 [1587 |AIR COMPR (R RM)| 6 |*
| | D 7 |RECEPTACLES BLDG | 360 20 |¥ ¢ 1| 20 | 830|NE EXHAUST FAN 2 18
. . . . . 9 | SW EXHAUST FAN 1 830 | 20 -:]:-—-- 2402W—-PNL-W-D3 10
| | 2402W—PNL—W—D3 — EXHAUST FAN 2402W—HVAC—EX—FAN—2 71 2402W—PNL—W~—D4 ENEEN ; IEVATIER:
| | | | \ A—8.10 T TA| 20 |3312 E & W RD/REMOVE, 3/4 H
NORTH | | | | —— | 13 | SPACE i 2402W—-PNL-W-D1 & D214
@-- - - Fr T 7 T T 15|GFCI RCPT BY DOOR | 360 20 | 4| 20 | 300 |Ris: ASARM SYSTEM 14q | **
2402W—PNL—-W—-EL-3 I_> 4 17 | SPACE — | — ™ 5 18
A o SPACE ——1 T]A| 50 MAIN DISCONNECT 0
() — TOTAL CONNECTED LOAD = 13069 VA | REMARKS
e e HOT NO. T = 2270 VA :*SAL\JFPFFE%%SJSZEWSYSTWE'EA FIRE SYSTEMS
/3#12, 1/2"C HOT NO. 2 = 7499 VA H—2-80740 AND H—-2-80741
_PN| —W— FED FROM PNLBD E5698L-SD
() 2402W-PNL-W—DT — ‘7\\ H 2402W—=PNL=W-LT=3 REF. H-2-80742 SH 1
- (NIGHT LIGHT)
2402W—PNL—W—-LT-2 UNSWITCHED )
n 5
A—15 1
2402W—-PNL—-W—-EL-1
A—12,14 —7#12, 1/2°C 2402W—DOOR—RD—2
2402W—PNL—W—-LT-1 2402W—DOOR—RD—1 (NIGHT LIGHT) A—15 2402W—PNL—-W—-LT—4
2409 W—PNL—W UNSWITCHED _ e NOTES
9 Ta \ G S 1. SEE DRAWING H—-2-80742 FOR ELECTRICAL SYMBOL LIST AND GENERAL NOTES.
@' ~ SEE NOTE 14 v 2402W—PNL-W-D2
D8 2402W—-PNL-W—-EL}-2 /1 2. ALL 2402 SERIES BUILDINGS ELECTRICAL PLAN AND PANEL SCHEDULES WERE
S I @ RECONFIGURED PER ECR—14—001499.
3. PROVIDE QUANTITY OF CONDUCTORS AND CONNECT CIRCUITRY IN ACCORDANCE WITH MANUF.
WRITTEN INSTRUCTIONS. ROLL—UP DOORS ARE PROVIDED WITH A 24 VOLT, 3 BUTTON
- PUSHBUTTON CONTROL STATION AND A THERMALLY PROTECTED MOTOR (BUILT—IN
RFAR 2862 j L OVERLOAD PROTECTION).
RISER ROOM (R RM) 1/~ 1a 4. ALL EQUIPMENT NAME PLATES ARE INDICATED WITH THE FULL IDENTIFICATION NUMBER
i[> MOUNT NAME PLATES ON PANEL COVERS ENGRAVED ON THREE LINES; FIRST LINE: WITH 7/16" HIGH CHARACTERS.
FIRE JB y . I I I LETTERS READ "2402” PLUS BLDG'S LAST TWO ALPHA CHARACTERS PLUS '—PNL—" PLUS THE BUILDING'S
e - C LAST TWO ALPHA CHARACTERS. (EXAMPLE: BLDG 2402—WB PANEL IS 2402WB—PNL—WB)
AIR COMPRESSOR 1 SECOND LINE "120/240 VOLT, 1 PHASE, 3 WIRE,” WITH 1/4" HIGH CHARACTERS.
BASEBOARD A—9.17 THIRD LINE "FED FROM PANEL E5698L—SD
HEATER 5.  EXHAUST FANS ARE PROVIDED WITH BUILT—IN THERMAL OVERLOAD AND DISCONNECT SWITCH.
2402W—HVAC—-SU—HTR—-1 6. UNUSED
EXHAUST FAN 2402W—HVAC—EX—FAN—1 D 7. MOUNT NAMEPLATES ON DISCONNECT SWITCH ENGRAVED "2402WB—PNL—WB—D1" (WEST SIDE)
‘y 2402WB—PNL—WB—-D2" (EAST SIDE) 1/4” HIGH CHARACTERS. INSTALL 15 AMP FUSE
IN DISCONNECT SWITCH. LABELS ARE TYPICAL FOR OTHRFRIEAD BWBOHSEONNECT SWITCH.
8. UNUSED
9. MOUNT 2" WEATHERHEAD AND RIGID STEEL CONDUIT AT ROOF PEAK AND MOUNT ANTENNA ON
2402W—PNL—W—D4 CONDUIT WITH TOP ABOVE ROOF PEAK. SECURE CONDUIT TO BLDG WITH UNISTRUT CHANNEL.
10. REMOTE DOOR OPERATOR EQUIPMENT FOR THE ROLL—UP DOORS ARE VENDOR SUPPLIED.
2402 W POWE R/LIGHTING PLAN INSTALLATION SHALL BE AS DIRECTED BY THE EQUIPMENT VENDOR INSTALLATION INSTRUCTIONS.
- SEE DOOR SCHEDULE ON H—2-80739 SH 1.
11. ROLL UP DOOR WITH REMOTE OPENERS ARE INSTALLED ON DOORS SHOWN IN DOOR SCHEDULE
" v m ON DRAWING H—2-80739 SH 1
SCALE: 1/8" = 1'-0
12. BACKFILL AND COMPACT TO MINIMUM DENSITY OF IN—SITU UNDISTURBED SOIL AND RESTORE GRAVEL
STABILIZATION SURFACE.
13. FOR FIRE EQUIPMENT SEE DWG. H—2—80742 SH1
14. SEE DRAWING H—2-80609, SITE PLAN FOR ROUTING OF DIRECT BURIAL CABLE.
2412 12 N0 okt 1218 2412, 412 o A A 5“E‘§TF388RL 15. NAMEPLATES FOR EXHAUST FAN 1 AND 2 ARE 5/8"X 4" LONG
1/2" EMT TO EAST DOOR
o 16. PARTS TO BE REPLACED WITH LIKE FOR LIKE, LIKE IN KIND, RETROFIT KIT, AND
24O2W—PNLW_DI M 240ZW-PNL_W_D2 LED UPGRADES PER DA DISCRETION.
- — DISCONNECT SWITCH, - - DISCONNECT SWITCH
‘ 2#12, 1#12 GND, ‘ 2§12, 1412 W’:b/
1/2" FLEX TO MOTOR 1/2" FLEX TO MOTOR
| I I |
| | " ?ﬁz E:A#T' 2ol WRES | | | ?ﬂg'sm%oﬁ?eimss
IN HANDY-BOX IN HANDY-BOX
’ 12 X 16’
‘ 1 208(0,-‘3 6 ‘ : g gﬁgmu—:n ‘ DOOR ‘ ﬁ gcp)ﬁ'?gOLLER
I | | I
|  (2402W-DOOR-RD-1) | : o: | (2402W-DOOR-RD-2) | :o :
| _ U] B 1Y
Dec 09, 2025 | revease
_ M
WEST DOOR RD—1 OPENER INSTALLATION @EAST_QQ%M
SCALE: 1/4" = 1'-0" SCALE: 1/4" = 1'-0 m'zNZozw CAUTION ATTENTION,
NOT COMPLETE WITHOUT CURRENT DESTROY THIS DOCUMENT BY SHREDDING
CHANGE DOCUMENTS FROM DATABASE |MAY CONTAIN SENSITIVE INFORMATION
T =) | S DEPARTMENT OF ENERGY
H9254800—LR CONLEY : crec Richland Operations Office
T 77 384 —MM_RICHARDS | rec
mﬁ‘oic)"%"izﬂhm%ﬁ'—"ﬁ'c GOTTSCHALK |™**2—gce 2402W ELECTRICAL
H1773842—MM_RICHARDS :m Greo PLANS AND PANEL
H—2—-836604 | LUMINAIRE SCHEDULE e N 7804727—BC MILLER .
—2-80737 |ORAWING LIST 18| REVISED PER ECR-25-001242 ROO e SCHEDULE
REF NUMBER TlTLE MFD SIZE |DRAWING NUMBER SHEET REV
DWG NUMBER TITLE REFERENCES No! PESCRFTIN F H—2—-80743 1 (18
DRAWING TRACEABILITY LIST NEXT USED ON ReY REVISIONS ScAE NOTED
DOE_TB_F.DWG (JAN 2012)
8 7 6 5 A 4 3 2 1
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